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In this paper, a new virtual flux (VF) based predictive direct power control 
(VF-PDPC) applied for a three-phase pulse width modulation (PWM) 
rectifier is proposed. The virtual flux estimation is performed using a pure 
integrator in series with a new adaptive algorithm in order to cancel dc offset 
and harmonic distortions in the estimated VF. The introduced structure is 
able to produce two virtual flux positive sequence components orthogonal 
output signals under unbalanced and distorted voltage conditions. The main 
features of the proposed virtual flux estimator are, it's a simple structure, 
accuracy, and fast VF estimation over the excited integrators. Therefore,  the 
estimated VF is then used for robust sensorless VF-PDPC with a constant 
switching frequency using space vector modulation (SVM) and tested 
through numerical simulations. The instantaneous active and reactive powers 
provided by orthogonal VF positive sequence components are directly 
controlled. More importantly, this configuration gives quasi-sinusoidal and 
balanced current under different input voltage conditions without using the 
power compensation methods. The results of the simulation confirmed the 
validity of the proposed virtual flux algorithm and demonstrated excellent 
performance under different input voltage conditions, a complete rejection of 
disturbances.  
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Grid-tied three-phase PWM rectifiers are commonly used in numerous industrial applications. This 
topology has many advantages such as; unity power factor operation, high-quality DC voltage, and low 
harmonic current distortion. 
The voltage oriented control (VOC) and direct power control (DPC) are the most widely used as 
control methods for the PWM rectifier application. The concept of VOC is simple but requires coordinate 
transformations and three proportional-integral controllers (PI) [1]. DPC approach imposes a direct tuning for 
input active and reactive powers by using a predefined switching table. Thus, the digitized signals of the 
power errors extracted by a hysteresis controller and the angular position of the mains vector voltage are 
adopted as inputs for this predefined switching table [2][3]. The main deficiencies of DPC are the high and 
variable switching frequency [4] and the reduced steady-state performance. In order to overcome this 
backward, several improved DPC have been suggested in the literature to fix and minimize the switching 
frequency and losses. Hence a vector modulation based on a PI DPC controller (DPC-SVM) has been 
proposed [5]. On the other hand, a predictive controller based SVM modulation has been developed in [2], 
which can ensure simultaneously, a constant switching frequency operation and accepts as well as steady-
state performance. In this latter, the predictive approach is based on a deadbeat control principle, that can 
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calculate the required optimal voltage vector of the rectifier at each switching period Ts, in order to cancel 
simultaneously the active and reactive power tracking errors at the end of the switching period. 
The sensorless control methods offer technical and economic advantages to the system such as 
simplification, isolation between the power circuit and the control system, reliability, cost-effectiveness and 
the ability to reduce the number of expensive sensors. The authors in [16] propose a new PDPC control 
concept based virtual flux that can ensure grid voltage sensorless function for the PWM rectifier, hence 
regulation of input active and reactive powers and a constant switching frequency operation have been 
successfully implemented. Furthermore, recently several control strategies based on the VF concept and the 
SVM modulation have been proposed in the literature, which can to eliminate effectively the power ripples 
and achieve a constant switching frequency operation simultaneously [16][17][18]. 
The conventional DPC control performance under unbalanced and/or distorted input voltages has 
been severely deteriorated, and the input currents are seriously affected by the low order harmonic contents. 
Researcher's works dealing with the problem of DPC performance under disturbed input voltages are limited, 
and the proposed concepts suffer many drawbacks, mainly the excessive software burden. Most solutions for 
improving the performance of three-phase PWM rectifiers are based on the extraction of the positive/negative 
voltage/current sequences [14][15]. These solutions are complicated and difficult to implement for real-time 
applications. 
The concept of virtual flux (VF) is firstly introduced in the VOC control process, where it was 
applied to manage the disturbances of the grid voltages [11]. After many control approaches have been 
developed using the concept of virtual flux (VF) [8][15][19][20], it is worth to mention that it is very popular 
compared to other sensorless control systems. It has been widely studied and evaluated for different control 
methods such as direct power control (DPC), VOC control and predictive power control (PDPC) 
[13][21][22]. The DPC control based virtual flux (VF-DPC) exploits the detected AC line currents and the 
estimated virtual flux to calculate the input powers. This method offers some advantages such as excellent 
dynamics, low current THD factor, low sampling frequency and ease of voltage and input powers 
estimation[12] [13]. The use of a pure integrator induces a DC to offset in the estimated VF. In order to 
remedy this drawback, the authors in [13][22] proposed an improved method to estimate the VF via a first-
order low-pass filter (FLOP). However, the FLOP filter as well causes magnitude and phase errors [4]. These 
errors can be canceled by using a flux observer or compensation gain.  Several methods for the practical 
implementation of the Virtual Flux estimation have been proposed, with the aim of avoiding the drift and 
saturation of the estimated signals. The simplest methods for estimating Virtual Flux is, using analogical or 
digital filters with phase characteristics designed to emulate integration at the fundamental frequency of the 
network, but also more advanced, adaptive integration methods. In the aforementioned VF-based methods, 
the VF space vector is obtained by integrating the voltage space vector. This integration is generally 
performed via a first-order low-pass filter (FLOP) to avoid the problems of saturation and drift-dc associated 
with pure integrators [23][25]. However, FLOP filters lead to magnitude and phase errors. Although these 
errors can be minimized by reducing the cut off frequency of the filter, this reduction leads to a decrease in 
the filter bandwidth and therefore to a degradation of its dynamics. And for this, the authors [15][26] propose 
an estimator SOGI exploiting the concept of virtual flux proposed initially by Malinowski [12]. This concept 
combines the PWM rectifier input filter with a virtual asynchronous machine. Thus the voltages of the 
network are supposedly induced by a virtual magnetic flux [15][26][27]. Several control algorithms based VF  
order generalized integrator (SOGI) [23], was configured as a quadratic signal generator and it was presented 
in [6]. Recent research in [7], presents a combination between adaptive SOGI filter and phase-locked loop to 
realize a synchronization scheme based on VF [8]. Furthermore, authors in [9] developed a new sensorless 
VF-PDPC strategy for the  PWM rectifier application based on a natural filter integrator  (NF-I) combined 
with an adaptive linear neural filter with a multi-output neural (ADALINE),to ensure that the grid currents 
emulate the desirable sinusoidal waveform even when the voltage supply is unbalanced and/or harmonized. 
The main contribution of this paper is the proposition of a novel virtual flux detection technique 
incorporated in a predictive direct power control scheme (VF-PDPC) for a three-phase PWM rectifier. The 
VF algorithm has an open-loop structure and uses the output fundamental orthogonal signals which are 
obtained directly from estimating the fundamental active and reactive powers. This method provides a quasi-
sinusoidal input current waveforms under different input voltage conditions and achieved good stability, 
improve the performance of the VF_PDPC. 
 
2. PREDICTIVE DIRECT POWER CONTROL PRINCIPLE VF-PDPC: 
This section introduced the proposed ac voltage sensorless control algorithm of the PWM rectifier. 
For removing the ac voltage sensors, the PWM rectifier model is expressed as a function of the estimated VF. 
The proposed predictive DPC scheme is based on the estimating of the rectifier fundamental virtual flux 
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component vector  φ
αβ
 using a predictive control algorithm. For this reason, instantaneous fundamentals of 
active and reactive power estimates and power-source virtual flux eαβ are used as input data variables of the 









































Figure 1. The control diagram of the proposed sensorless VF-PDPC of a PWM rectifier 
 
At the beginning of each switching period Ts, the rectifier average virtual flux vector φ
αβ
, which 
allows cancellation of instantaneous active and reactive power tracking errors at the end of the switching 
period, is computed. The SVM technique is Then used to generate a sequence of switching states, giving a 
sequence of adjacent rectifier vectors. To achieve this objective control with the constant switching 
frequency, the estimated input of active and reactive powers of the three-phase PWM rectifier  in the 
stationary reference frame α–β and for a balanced three-phase system  are defined as: 
{
Pes = ω(φα ∗ iβ − φβ ∗ iα)
Qes = ω(φα ∗ iα + φβ ∗ iβ)
                                                                      (1) 
 
2.1. VF-PDPC Relations  
 The converter can be expressed in α,β reference by the following equations [9] [29]: 
[eα
eβ









]                                                                          (2) 
In VF theory, the grid voltages of the AC side, coupling impedances are assumed to be a virtual AC 
motor. Therefore, the components of FV in the frame (α, β) can be expressed: 
[φα
φβ
] = ∫ [
eα
eβ
] 𝑑𝑡                                                                                                  (3) 




] = [−ω∗ φβ
ω∗φα
]                                                                                                  (4) 
From (1) and (4), the VF components are estimated as: 
[φα
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]) 𝑑𝑡 + 𝐿 [iα
iβ
]                                                                      (5) 
It should be noted that R is included in the estimation process VF given by (6). The input voltages of 









]                                                                                            (6) 
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]T and iαβh  = [iα iβ]
T being the estimated flux and line current vectors respectively 
in a static α-β frame. 
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Assuming that the sampling period 𝑇𝑠 is very small compared to the estimated flux period, the components of 
φ
αβ
 are assumed to be constant during the switching period φ
αβ
(k +  1) = φ
αβ
(k). 
As a result, the variation of the active and reactive powers between two successive sampling instants 
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[vα(k)
vβ(k)
] = ω [φα(k)
φβ(k)













]           (12) 
 
2.2. Proposed Algorithm for Filtering Components of the VF  
 As mentioned in previous researches [8][12][24], a virtual flux, φ, can be obtained by integrating the 
output voltage of the converter, Vconv. Using basic modulation knowledge, the output voltage of the converter 
can be easily estimated by multiplying the converter pulse width modulation reference signal, mref, αβ by the 
intermediate circuit voltage. However, the voltage drop caused by the conduction losses of the converter and 
the primary filter inductance, represented by the equivalent resistance R, must be taken into account to find 
the output voltage of the converter before carrying out the integration. Considering that the flux calculation 
will be based on the stationary reference α,β the virtual flux can be calculated as shown in the equation (5). 
The virtual flux concept has been developed for a better estimate of instantaneous active and reactive powers 
in AC-free sensor operation. The use of an ideal integrator for calculating the virtual flux produces a DC 
offset, which represents the average value of the signal. 
The VF estimation process is performed through a pure integrator. This estimator leads to easy and 
simple estimation, but saturated output with dc offset is observed. The discrete form of φα−i and φβ−i under 







] + ∑ [φnsin(ωnt+θn)
φncos(ωnt+θn)




 is the magnitude of the nth term, ωn its pulsation, θn its initial phase. A0 and B0 are, 
respectively, the dc offsets of φα−i and φβ−i . φ1 is the magnitude of fundamental components of the φα−i 





]                                                                                                     (14) 
The continuous shift induced by the pure integrator will be easily eliminated using our new adaptive 
algorithm. The new idea in the estimator process is to obtain an appropriate decomposition of the VF α-β 
components obtained from the pure integrator φαβ−i and to extract their fundamental components. Thus, 
these components will be written in a form appropriate to be learned by the adaptive algorithm. Our 
algorithm is illustrated by figure 2 which shows how to decompose the resulting signal from pure integrator. 
 
 
Figure 2. Sinusoidal quantities 
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Consider a magnitude represented by the function: 
𝑢(𝑡) = 𝑢1 cos(𝜔0𝑡)                                                                                                              (15)  
and the same function with an offset  still called continuous component: 
φα−i(t) = 𝐴0 + φα" cos(𝜔𝑡)                                                                                              (16) 
This quantity is represented in Figure 2. Its period is 𝑇 =
2𝜋
𝜔
 , its frequency is 𝑓 =
𝜔
2𝜋
  and its 
amplitude is φα" or 2φα" so, its average is A0. 
We can consider that the signal u1 as the  required  virtual flux, Where the equation becomes: 
φα" cos(𝜔𝑡) = φα−i(t) − 𝐴0                                                                                               (17) 
Where: 






𝑑𝑡                                                                                         (18)                                  
The proposed algorithm is composed of the VF estimator based on a pure integrator in series with an 
adaptive block which calculates the average value of the latter. As we can see in Fig. 3. In mathematics, the 
course on the integral being done and the definition of the average value is given, one specifies the definition 
of the average value <φαβ−i > of a periodic function f, of period T, by the equation (18). So to obtain a 





abc       




















The  fundamental components 

















Figure 3. Proposed Virtual flux estimation block (Fp) 
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φncos(ωnt+θn)
]∞𝑛=2                                                           (19) 
  
It is clear from this relationship that the virtual flux is always affected by the harmonic and imbalance 
components.  Accordingly, The delayed signal cancellation (DSC) method [28] is used to separate the 










]                                                                                                           (20) 
Where T  is the period of the grid voltage. 
 
3. SIMULATION RESULTS 
To test the validity of the proposed VF_PDPC strategy, several simulation tests were conducted 
under different operating conditions. The simulations of the overall system which is presented in Fig. 1 was 
performed using MATLAB-Simulink environment. The used simulation parameters are listed in Table 1. 
During simulations, This control ensures full rejection of mains disturbances and the DC link voltage is 
controlled at 180V. 
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Table 1. Parameters of the power circuit 
Sampling  period Ts 20 μS 
The resistance of reactors R 0.56 [Ω] 
Inductance of reactors L 19.5 [mH] 
dc-bus capacitor C 1100 μF 
Load Resistance RL 68.6 [Ω] 
The line to line ac voltage E and frequency f 85 V rms, 50 Hz 
dc-bus voltage Vdc 180 V 
Switching frequency 7500 Hz 
 
3.1. Startup Performances 
 
Figure 4. VF α-β components estimation.. (a) VF at start-up when the pure integrator φαβ−i. (b) FV DC value 
cancellation φαβ" (c) fundamental VF φαβ 
 
 
Figure 5. Performance of the proposed Filter Fp. (a) Actual and estimated active powers. (b) Actual and 
estimated reactive powers. (c) Actual grid voltage and current (phase a) 
 
 Figure  4 shows the start-up VF estimation performance of the pure integrator and the proposed 
filter Fp. From Figure 4 (a), the estimated component α of VF using pure integrator contains a continuous 
shift. On the other hand, the application of the proposed filter Fp removing the DC offset from the estimated 
VF α is shown in Figure 4 (b). The transient time is about one mains cycle. Figure 4 (c) shows that the 
estimated fundamental virtual flux φαβ is stable with very short response time.  
 Figure  5 (a) and Figure 5 (b) illustrate, respectively, the actual and estimated active and reactive 
power at start-up. From these results, due to the fast estimation of the VF using Fp observer, the actual active 
and reactive powers exhibit small fluctuations and overshoots. Consequently, acceptable fluctuations and 
overshoots occur in the actual currents of the AC line as shown in Figure 5 (c). 
It can be also noted that the transient response and the computational time of the fundamental virtual 
flux is fast and well-damped, due to the proposed estimator which realizes a virtual flux estimation without 
voltage sensors with a response time of 0.02 s. Based on previous findings, the temporal response of the 
proposed filter Fp is considered the best compared to other estimation methods. 
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3.2. Responses in various grid voltage conditions  
 Three grid voltage conditions are applied. Initially, a voltage imbalance of 30% is created on phase 
ea. In the next interval, the imbalance of 20% and 7th order harmonic of 20%, is also included. Finally, the 





Figure 6. VF α-β components estimation under different conditions grid voltages. (a) VF of pure integrator 
φαβ−i. (b) FV DC value cancellation φαβ" (c) fundamental VF φαβ 
 
Fig. 6 shows the performance of the proposed Fp filter under different grid voltage conditions. The 
estimated VF with pure integrator introduces a continuous shift in the α axis component of VF [as shown in 
Figure  6 (a)]. Figure  6 (b) shows The DC offset is canceled successfully without introducing phase shift, 
But the imbalance and the distorted has not been removed. Figure 6 (c) illustrates the effectiveness of this 
proposed  Fp, the fundamental virtual flux estimated by this integrator remains stable in all studied cases. 
Again and according to the previous results, this integrator proves that it is very effective also with the 
deformed grid. 
 
3.3. Frequency variation 
The entire virtual flux estimator dynamic performance is tested by increasing the frequency from 




Figure 7. Virtual flux when grid frequency changes from f=50Hz to 58.02Hz: (a) VF of  pure integrator 
φαβ−i (b) VF fundamental component φαβ (c) Estimated angular frequency 
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Figure 8. Performance of proposed methods when grid frequency changes (a) grid current (b) grid voltage 
and current (c) active and reactive power 
 
 The grid currents are presented in Figure 8(a). Due to the grid frequency change, it clearly noted 
from the waveforms that the line current is sinusoidal and balanced. Also the rectifier function under the 
unity power factor. 
 As can be seen in Figures 7 and 8, the proposed method shows good performance during an increase 
in frequency from 50 to 58.02 Hz. 
 
3.4. Comparative study between the proposed filter Fp and the DSOGI 
 In this test, the SOGI estimator and the proposed estimator (Fp) are optimally tuned. Moreover, the 
two estimators are simulated under the same conditions. Criterions taken into account in the evaluation 
process of these two techniques are the speed of convergence, stability and calculation time. 
 A first comparison test between the two estimators in terms of convergence speed is performed. the 
results obtained are shown in Figure 9. During this test, the reference of the DC bus voltage is kept constant 
Vdc = 180V and Rch = 68.6Ω 
 
 
Figure 9. Comparison between the proposed estimator and SOGI (a) measured voltage ea estimated 
voltage (ea_Fp, ea_SOGI) (b) estimation error (c) the estimated flux amplitude 
 
Figure 9 (a) shows the actual grid voltage ea and the estimated voltages ea Fp and ea SOGI 
respectively provided by the proposed estimator and SOGI. The corresponding estimation errors are shown in 
Figure 9 (b). Figure 9 (c) shows the estimated virtual flux amplitude. We deduce from these results that the 
proposed estimator converges more rapidly than the SOGI estimator. Figure 9 (c) shows that the flux 
estimated by the proposed estimator is more stable and fast, the flux of the SOGI also contains fluctuation 
which appears in the zoom of Figure 9 (c). 
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Figure 10. performance comparison for Vdc variation (a) measured voltage ea estimated voltage (ea_Fp, 
ea_SOGI) (b) estimation error (c) the estimated flux amplitude 
 
A second comparison test between the two estimation methods is performed for a variation of the 
Vdcref voltage. The results obtained are shown in Fig. 8 for this test Rch = 68.6 Ω. at the instant t = 1s, a 
variation of 20V is applied to the reference voltage (Vdcref goes from 180V to 200V). Figure 10 (a) shows the 
actual network voltage ea and the estimated voltages ea Fp and ea SOGI provided respectively by the proposed 
estimator and SOGI. The corresponding estimation errors are shown in Figure 10 (b). Figure 10 (c) shows the 
estimated virtual flux amplitude. From these figures, it is clear that the proposed estimator is not affected by 
the variation of Vdcref compared to the SOGI estimator where an estimation error has occurred. In the case of 
the proposed estimator method, all the quantities used in the estimation process are processed. This allowed 
robust estimation during the transient caused by Vdc variation. From these two tests, it can be concluded that 
the proposed estimator has a higher speed of convergence and better robustness with a very small 
computation time, compared to the SOGI estimator. 
3.5. Transient Responses simulated with several grid voltage conditions 
In this test, we will evaluate the performance of the proposed VF_PDPC under unbalanced and 
harmonized supply voltage conditions. Figure 11 show the behaviour of the proposed VF_PDPC approach 
under unbalanced sinusoidal input voltages applied at 0.8s (ea = + 25% and ec = -15% with respect to eb as 
shown in Figure 11 (a)). The application of the proposed VF_DPC gives balanced and nearly sinusoidal 
waveforms for the input currents (THD = 1.23 %) as shown in Figure 11 (b). 
 
 
Figure 11. Simulation results for the proposed VF_PDPC of PWM rectifier under unbalanced input voltages 
(a) grid voltage (b) grid current (c) DC voltage (d) actual active and reactive power 
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The monitored powers and DC bus voltage are kept very close to their references as shown in Figure 
11 (c) and (d). Figure11 (d) shows that the actual powers follow adequately the imposed references and the 
oscillations around the average value of the real power and the DC voltage have resulted from the negative 




Figure 12. Simulation results for the proposed VF_PDPC of PWM rectifier under unbalanced and distorted 
Input voltages with 7th harmonic (a) grid voltage (b) grid current 
 
Simulation results of grid-tied three-phase PWM rectifier operation under asymmetric and distorted 
input voltages for the proposed control VF_PDPC_SVM are shown in Figure 12, respectively. In this test, the 
seventh harmonic voltage component of 25% is superposed on unbalanced sinusoidal input voltages (ea = + 
25% with respect to eb and ec see Figure 12 (a)). The proposed VF_PDPC also guarantees quasi-sinusoidal 
balanced input current waveforms (THD = 1.42%), as shown in Figure 12 (b). Figure 12 (c) and (d) show 
that the controlled powers and the DC link voltage are kept very close to their references. 
 
 
Figure 13.  Results for the proposed VF_PDPC of PWM rectifier underbalanced and distorted Input voltages 
with 7th and 5th harmonic (a) grid voltage (b) grid current (c) DC voltage (d) actual active and reactive 
power. 
 
Figure 13 (a), represents the simulation results of the three-phase PWM rectifier when the input 
voltages are infected by fifth  (5𝑡ℎ 20%) and seventh harmonic components with a magnitude of (7𝑡ℎ 25%) of 
the fundamentals. It is noted from Figure 13 (b) that the proposed VF_PDPC guarantees quasi-sinusoidal 
input current waveform with THD = 1.34%. 
Figure 13 (c) and (d), exhibit that the controlled powers and the DC link voltage are kept very close 
to their references. The presence of the 5𝑡ℎ harmonic creates oscillating content at a frequency of (6w) in the 
active power and the capacitance-voltage, on the other hand, the 7𝑡ℎ harmonic creates an oscillating content 
at the frequency (-6w). This finding explains the disappearance of oscillations in active power and DC 
voltage under disturbed grid voltage infected by  the 5𝑡ℎ and 7𝑡ℎ harmonics.  
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This proposed VF_PDPC assures consumption of sinusoidal and balanced line currents at the input 
of PWM converter, elimination of low order harmonic currents and unity power factor operation under 




This paper presents the mathematical analysis and numerical implementation of a predictive direct 
power control based on the new virtual flux method (VF_PDPC) for three-phase PWM rectifiers. The main 
objectives of the proposed control strategy are, obtaining sinusoidal input currents in different input voltage 
conditions and maintaining the DC bus voltage at the required level. 
The proposed VF_PDPC is based on the principle of disturbance rejection. The voltage sensorless 
control process involves the estimation of the VF components using the pure integrator and the elimination of 
the DC offset through a simple algorithm, which calculates the average value and subtract it from the 
instantaneous value of flux. Subsequently, the estimated VF components are used as inputs for the sensorless 
VF-PDPC controller. The instantaneous active and reactive powers provided by the harmonic component of 
the input currents are directly controlled using space vector modulation (SVM). The results of the numerical 
simulation proved the excellent performance of the proposed (VF_PDPC) scheme, during steady and 
transient states. Waveforms of input currents are maintained sinusoidal under either unbalanced or distorted 
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